CONTAM NANTS TO BE TESTED I N ALL NEW SOURCES OF DRI NKI NG WATER

(Based on Chapter 11-20, effective November 28, 2005 and Code of Federal
Regul ations Title 40, Part 141 of July 1, 2006, the Phase | and Phase |l Rule
effective January 1, 1993, and the Phase V Rule effective January 17, 1994)
M _CROBI OL OGI CAL Vol atile Organic Chemcals (cont.)
Total Coliform Styrene
Fecal Coliform (MPN) or E. Coli Tetrachl oroet hyl ene
M croscopic Particulate Analysis Tol uene

(surface water sources, springs

shafts, tunnels, and wells with
less than 50 feet of solid
grouting - by EPA Consensus
Met hod, EPA 910/ 0-92-029, October
1992)

WATER QUALI TY PARAMETERS

Al kalinity

Cal cium

Chl orine residual

Conductivity

pH (field measurenent)
Temperature (field measurenent)
Turbidity

| NORGANI C CHEM CALS

ORGANI

Anti mony

Arseni c

Asbest os

Bari um

Beryl lium

Cadmi um

Chrom um

Copper

Cyani de

Fl uori de

Lead

Mercury

Ni ckel

Nitrate (as nitrogen)
Nitrite (as nitrogen)
Sel eni um

Thal i um

C CHEM CALS

Vol

atile Organic Chemi cals
Benzene

Carbon Tetrachl oride

Chl or obenzene

o- Di chl or obenzene

p- Di chl or obenzene

1, 2-Di chl or oet hane

1, 1- Di chl or oet hyl ene
cis-1, 2-Dichl oroet hyl ene
trans-1, 2- Di chl or oet hyl ene
Di chl or omet hane

1, 2-Di chl oropr opane ( DCP)
Et hyl benzene
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1,1,1-Trichl oroet hane
1,1, 2-Trichl oroet hane
1,2,4-Trichl orobenzene
Trichl oroet hyl ene

Vi nyl Chl oride

Xyl enes (total)

Synt hetic Organic Chem cal s

2,4-D

Al achl or

Al di carb

Al di carb Sul f one

Al di carb Sul f oxi de
Atrazi ne

Benzo(a)Pyrene

Car bof ur an

Chl ordane

Dal apon

Di bronochl or opr opane ( DBCP)
Di (2- et hyl hexyl ) adi pate
Di (2-et hyl hexyl ) pht hal ate
Di noseb

Di quat

Di oxin (2,3,7,8-TCDD)
Endot hal |

Endrin

Et hyl ene Di brom de ( EDB)
Gl yphosat e

Hept achl or

Hept achl or epoxi de
Hexachl or obenzene

Hexachl orocycl opent adi ene
Li ndane

Met hoxychl or

Oxamyl (Vydate)

Pent achl or ophenol

Pi cl oram

Pol ychl ori nat ed bi phenyls (PCBs)
2,4,5-TP (Silvex)

Si mazi ne

Toxaphene

1,2,3-Trichl oropropane (TCP)

RADI ONUCL| DES

Bet a/ photon em tters
Gross al pha particle
Combi ned radi um 226/ 228
Ur ani um



NOTES:

(1) Wth the exception of turbidity and water quality paraneters, all analyses nmust be
performed by a |aboratory certified or approved by the Hawaii Department of Health,
State Laboratories Division. However, turbidity and water quality paranmeters nust be
done using EPA approved nethods.

(2) Pl ease consult with the Safe Drinking Water Branch for acceptable |aboratories to
perform M croscopic Particul ate Analysis

(3) Al'l | aboratory reports must be submitted to allow the Department of Health to verify
that the anal yses were performed by an approved | aboratory, using EPA approved net hods
for drinking water analysis. The EPA method and detection |evels nust be clearly

stated for each chem cal contam nant tested

(4) The Director of Health may require additional anal yses whenever appropriate to eval uate
the new source

SURFACE WATER AND GROUNDWATER UNDER THE DI RECT | NFLUENCE OF SURFACE WATER ( GWUDI)
SOURCES ONLY:

The following additional water quality paraneters may be required by the State at its
di scretion:

. Wet and dry weather M croscopic Particul ate Anal yses (MPA) using Consensus Met hod
for Determining Goundwaters Under the Direct Influence of Surface Water Using
M croscopic Particulate Analysis (MPA), EPA 910/9 29-029 EPA (Cctober 1992)

. MPA anal yses shall be acconpanied by a particle sizing analysis (down to 2 um) with
the tabular results segregated by size in bins reflective of Cryptosporidi um and
G ardia sized particles, as well as those particles snmaller and |l arger in size, e.g.
<2 um 2-5 um 5-15 um 15-30 um 30-50 um 50-100 um >100 um

. Tot al Suspended Solids (TSS)

. Col or (True and Apparent)

. Total Organic Carbon (TOC)

. Di ssol ved Organic Carbon (DQC) fraction

. Total Tri hal onet hane Formation Potential (TTHM FP)
. Five Hal oacetic Acid Formation Potential (HAA5 FP)

The State reserves the right to require pilot testing of all alternative filtration
technol ogi es, applicabl e under HAR 11-20-46(c) (2) (D), on all surface water or GAUDI sources
proposed for use in a regulated public water system Water quality parameters not |isted
here may be added to the pilot testing protocol at State discretion.
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